STATEMENT OF ENERGY PERFORMANCE

DLI-Helena Job Service Date:
715 Front St Year Built:
Helena MT 59601

Baseline: 2012 12/31/2013 Current:
Energy Date: 12/31/2007 12/31/2012 12/31/2013 12/31/2017
Energy Star Score: 9 23 29 66
Gross Floor Area: 9,277 9,277 9,277 9,277 Sq. Ft.
Heating Degree Days 7,475 7,807 7,807 8,158
Cooling Degree Days 371 313 287 313
Reported Annual Energy Use:
Site Energy Use: 1678.96 1189.01 1156.81 749.51 MBTU
Site EUL: 180,981 128,168 124,697 80,792 BTU/ft?
Electricity: 107,921 102,868 94,297 70,050 kWh
Max Electric Demand: 48 41 40 32 kW
Natural Gas: 13,107 8,380 8,351 5,105 Therms
Reported Annual Energy Cost:
Electricity Cost: $9,955 $10,251 $10,272 $8,393
Electric Demand Cost: $3,093 $2,903 $3,301 $2,826
Natural Gas Cost: $13,400 $6,801 $6,615 $3,784
Energy Cost/ft* $2.518 $1.838 $1.820 $1.313
Weather Normalized Energy Use:
Site Energy Use: 1799.65 1245.54 1175.57 743.14 MBTU
Site EULI: 193,990 134,261 126,719 80,106 BTU/ft?
Electricity: 106,312 102,868 94,297 70,050 kWh
Natural Gas: 14,369 8,946 8,538 5,041 Therms
National Median Energy Use:
Site Energy Use: 983.32 885.67 921.62 905.52 MBTU
Site EUL: 105,996 95,469 99,345 97,609 BTU/ft?
Annual Greenhouse Gas Emissions (Metric Tons CO2 equivalent):
Direct Emissions: 69.6 44.5 44.4 27.1
Indirect Emissions: 44.7 42.6 39.1 29
Total Emissions: 114.3 87.1 83.4 56.1
National Median Annual Greenhouse Gas Emissions (Metric Tons CO2 equivalent):
Total Emissions: 67 64.9 66.5 67.8
% Difference from National Median:
Site EUL: 70.74 34.25 25.52 -17.23
Total Emissions: 70.60 34.21 25.41 -17.26
Adjusted Energy Based on Current Year:
Site Energy Use: 1759.43 1251.79 1195.96 749.51 MBTU
Site EULI: 189,655 134,934 128,916 80,792 BTUI/ft*
% Difference Adjusted Site Energy Use
2012 to Baseline -28.85
2013 to Baseline -32.03
Current to Baseline -57.40

Current to 2013 -37.33



